Tate

Plenum Divider Detall
With Stringers

PLENUM
DIVIDER

PLENUM HAT CHANNEL

STRINGERS PERPENDICULER
TO CHANNEL ON BOTH SIDES

Followihg are Gun—-grade sealants which have been used for air plenum
sealing and comply with the VOC content limits of LEED EQ Credit 4.1
Low Emitting Materials: Adhesive and Sealants. Deep penetrations

must be controlled by the use of back-up filler materialj see sealant
manhufacturer’s recommendations for these requirements,

Seal Bond 93 Seam and Penetration Sealant.
VOC Content: <17g/L. www.seal—-bond.com

SONOLASTIC® NP 1 Elastomeric Polyurethane Sealant.
VOC Content: 43g/L. www.BuildingSystems.BASF.com

Pecora AC-20 Acrylic Latex Sealant,
VOC Content: 31 g/L. wwwpecora.com

RCD Corp. #20 Clear Acrylic Adhesive Sealant.
VOC Content: <10 g/L. www.rcdmastics.com
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